Release the damperlink from the plastic arm. Dismount the motor (incl. bracket) from the HME-unit.

Fit the new motor incl. bracket

Fasten the lower part of the bracket thight to the HME-unit
Fix the bracket with clips at the top.

Attach the damperlink to the motor.