
NESTOR
Installation instructions
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NESTOR

230 V
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24 VAC

A4 A2

3 Connection to SMART Link (CHILLER/HEAT PUMP) /AQUA Link

4 Connection via internal SMART Link communication interface

SMARTLink

A B    C
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serial  card 1

GND         +         −

serial  card 1

GND         +         −

SMART Link/PCO5

AWG24

A è  + 
B è  – 
C è GND

Modbus RTU
EIA485

AQUA Link
COM4

Wiring terminals, SMART Link 
communications interface

Wiring terminals for 
the cable adapter Wiring terminals, junction 

box, chiller/heat pump

Communications interface  
(SMART Link)

Cable connected at the factory
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5 Connection via built-in SMART Link communications interface

Communications interface  
(SMART Link)
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Wiring terminals, SMART Link 
communications interface Cable connected at the factory
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Cable connected at the factory
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6 Connection via internal iPro-link communications interface

ASM1  
(iPro-link)

SERI1  
(485/TTL)

A2 (IC208CX)
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Cable adapter 
(TBLZ-64)
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7 Connection via external A2 communications interface (RS485 slave)

A2 (RS485 slave)

A2
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97 (-)
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Wiring terminals for 
the cable adapter

Cable adapter 
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9 CONNECTION TO 230 V

L1 N PE
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230 V AC 10 A

MODULAR 8/8 RJ45 
ETHERNET è LAN (switch)

ETHERNET TCP/IP 

8 CONNECTION TO ETHERNET
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